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TEST  - TEST PUSH BUTTON MOUNTED ON THE DISTRIBUTION BOARD ESCUTCHEON. RESET - RESET PUSH BUTTON MOUNTED ON THE DISTRIBUTION BOARD ESCUTCHEON. LAMP  - AMBER TEST INDICATING LAMP MOUNTED ON THE DISTRIBUTION BOARD ESCUTCHEON. Ta    - ADJUSTABLE 0-3 HOUR TIMED RELAY. Tb    - 15 MINUTE RUN-ON TIMER TO OPERATE UPON THE RETURN OF MAINS POWER. Cx   - CONTACTOR x. CRx  - CONTROL RELAY x. Rx    - RELAY x.
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