
REFER TO LIQUOR BARN
PLAN FOR ADDITIONAL
LAYOUT.

DB-L

NOTES:

REVISION:DRAWING NO:PROJECT NO:
SCALE:

AT

DRAWING:PROJECT:

ELECTRICAL          BUILDING          SERVICES          CONSULTANTS
ELECTRICAL DESIGN GROUP

Phone: (07) 3278 4375
P.O.Box 15, Sherwood Q.4075

BRISBANE

ELECTRICAL DESIGN GROUP BRISBANE
PTY LTD
ACN 092 710 793

TRADING AS:
ELECTRICAL DESIGN GROUP

THE COPYRIGHT OF THIS DRAWING
REMAINS THE PROPERTY OF THE
ELECTRICAL DESIGN GROUP.

USE  FIGURED DIMENSIONS
IN PREFERENCE TO SCALE.

ALL DIMENSIONS TO BE
VERIFIED ONSITE.

REV: DESCRIPTION: DATE:

Email: brisbane@edg.net.au
Web: www.edg.net.au

GOLD COAST

ELECTRICAL SERVICESBRACKEN RIDGE TAVERN

154 BARRETT STREET, BRACKEN RIDGE C3358aA1 E04 C

SITE PLAN

AS SHOWN

SITE PLAN
CARPARK REFURBISHMENT

LIQUOR BARN
FLOOR / REFLECTED CEILING PLAN

AutoCAD SHX Text
B A R R E T T  S T R E E T

AutoCAD SHX Text
D E N H A M  S T R E E T

AutoCAD SHX Text
BOUNDARY LINE

AutoCAD SHX Text
BOUNDARY LINE

AutoCAD SHX Text
BOUNDARY LINE

AutoCAD SHX Text
EAST

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
SOUTH ENTRY

AutoCAD SHX Text
NORTH

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
REVISED EASEMENT LINE

AutoCAD SHX Text
SOUTH

AutoCAD SHX Text
GARDEN

AutoCAD SHX Text
GARDEN

AutoCAD SHX Text
TERRACE

AutoCAD SHX Text
LIQUOR BARN

AutoCAD SHX Text
EXTENSION

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LOT 1 ON

AutoCAD SHX Text
RP850266

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
LIQUOR BARN

AutoCAD SHX Text
SPORTS

AutoCAD SHX Text
BAR

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
2

AutoCAD SHX Text
7

AutoCAD SHX Text
6

AutoCAD SHX Text
5

AutoCAD SHX Text
8

AutoCAD SHX Text
5

AutoCAD SHX Text
30

AutoCAD SHX Text
14

AutoCAD SHX Text
14

AutoCAD SHX Text
7

AutoCAD SHX Text
2

AutoCAD SHX Text
7

AutoCAD SHX Text
8

AutoCAD SHX Text
18

AutoCAD SHX Text
17

AutoCAD SHX Text
17

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
LB

AutoCAD SHX Text
park

AutoCAD SHX Text
L5

AutoCAD SHX Text
L4

AutoCAD SHX Text
CIRCUIT AND SWITCH WITH EXISTING POLE LIGHTS.

AutoCAD SHX Text
L6

AutoCAD SHX Text
EXISTNG POLE

AutoCAD SHX Text
LIGHT TO REMAIN

AutoCAD SHX Text
EXISTNG POLE

AutoCAD SHX Text
LIGHT TO REMAIN

AutoCAD SHX Text
CIRCUIT AND SWITCH WITH EXISTING POLE LIGHTS.

AutoCAD SHX Text
ROOF

AutoCAD SHX Text
ROOF

AutoCAD SHX Text
DB-F - P40

AutoCAD SHX Text
COOLROOM

AutoCAD SHX Text
DB-F - P39

AutoCAD SHX Text
COOLROOM

AutoCAD SHX Text
POSITION TO BE CONFIRMED ON SITE.

AutoCAD SHX Text
EXTERNAL

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
AREA

AutoCAD SHX Text
121.4 m²

AutoCAD SHX Text
LB STORAGE

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
L3

AutoCAD SHX Text
EX

AutoCAD SHX Text
WP

AutoCAD SHX Text
DB-L - P2

AutoCAD SHX Text
DB-L - P1

AutoCAD SHX Text
DB-L - L1

AutoCAD SHX Text
-  PROVIDE CIRCUIT DB-L - P1 AS A 3-PHASE, 20A MCB / RCD PROTECTED 2.5mm[2] CIRCUIT FROM DB-L. -  PROVIDE CIRCUIT DB-L - P2 AS A 1-PHASE, 20A RCBO PROTECTED 2.5mm[2] CIRCUIT FROM DB-L. -  PROVIDE CIRCUIT DB-L - L1 AS A 1-PHASE, 20A RCBO PROTECTED 2.5mm[2] CIRCUIT FROM DB-L.

AutoCAD SHX Text
C

AutoCAD SHX Text
CONSTRUCTION

AutoCAD SHX Text
13/05/2025

AutoCAD SHX Text
SCALE  1:250

AutoCAD SHX Text
SCALE  1:100


