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DISTRIBUTION BOARD DB-C

REVISION A  -  20 OCTOBER 2026

REV

A

CIRCUIT CONTROL CABLE CIRCUIT

BREAKER (amps) EQUIPMENT SIZE ( mm
2
 ) USE

P1 1 20 RCBO 2.5 DARTS DARTS A

P2 1 20 RCBO 2.5 DARTS DARTS A

P3 1 20 RCBO 2.5 CIRCULATON CLEANING A

P4 1 20 RCBO 2.5 DARTS LED SCREEN A

CB7 1 20 RCBO 2.5 LIGHTING A

CB9 1 20 RCBO 2.5 LIGHTING A

LOCATIONCIRC PH

MODIFY THE EXISTING DISTRIBUTION BOARD DB-D AS NECESSARY TO ACCOMMODATE THE FOLLOWING CIRCUITS.   REMOVE ALL 

EXISTING SWITCHGEAR MADE REDUNDANT BY THE WORKS AND UPDATE THE SCHEDULE AT PRACTICAL COMPLETION.     REMOVE THE 

FOUR THREE PHASE RCD UNITS IN THE LOAD CENTRE ADJACENT DB-C AND  REPLACE THE ASSOCIATED FOUR THREE PHASE MCBS IN 

DB-C WITH THREE POLE THREE PHASE RCBOS.   RECONNECT THE FOUR EXISTING THREE PHASE CIRCUITS.
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